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1. Lighting located in parking lots and street intersections
shall be in accordance with FSM 7.120.B

2. Developer shall be responsible for obtaining all necessary
permits for installation of site lighting.  Developer will be
responsible for operation and maintenance of site lights.

3.   Lighting for the Commuter Park and Ride Facility shall be
designed and constructed to minimize light trespass and
the view of lighting from off-site, specifically:

a. Parking lot lighting shall be cut-off or powered down
during nighttime hours after commuter usage.

b. For all parking lot lighting, there shall be a maximum
average illumination over the parking lot of two (2)
foot-candles, and the maximum illumination at the
property line shall be no more than 0.025
foot-candles above the ambient light in existence
prior to the development of the park and ride lot.

c. All exterior light fixtures shall be "full cutoff and fully
shielded outdoor lighting fixtures" as defined by the
Illuminating Engineering Society of North America
(IESNA).  Light will be directed inward and
downward toward the interior of the Property, away
from the public streets and the nearby residential
properties. Lighting shall incorporate non-glare bulbs
and fixtures.

d. The mounting height of any freestanding exterior
lighting fixtures shall not exceed 20 feet.  Height shall
be measured from the ground surface to the bottom
of the lighting fixture.
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